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1 PROVIDE 16X8 DUCTWORK TAP AND TRANSITION TO
SCHEDULED RUNOUT SIZE.
£ . 2 PROVIDE 12X8 DUCTWORK TAP AND TRANSITION TO
160 E 160 160 | SCHEDULED RUNOUT SIZE.
Bl () I 3 DUCT STATIC PRESSURE SENSOR CONNECTED TO BAS.
e T - — ! 2 1T BAS SHALL MODULATE SAF VFD TO MAINTAIN SETPOINT
- et ‘ . 3 g - OF BOTH SENSORS,
- A . 4 AIRSIDE MODIFICATIONS TO TERMINAL UNIT AND
_ T00R 1 e DOWNSTREAM DUCTWORK N.L.C.
Pt : 5 MEASURE AND RECORD THE FOLLOWING AT AC-3 AFTER
v e — J : TESTING AND BALANCING IS COMPLETE IN SUITE 3K:
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: GENERAL NOTES
. ALL EXISTING MEDIUM PRESSURE SUPPLY AIR, AND LOW PRESSURE SUPPLY AIR,
® T RETURN AIR, AND EXHAUST AIR DUCTWORK SHOWN AS EXISTING TO REMAIN SHALL
BE CLEANED PER THE 'NADCA GENERAL SPECIFICATIONS FOR THE CLEANING OF
T GFFIGE ke orece — COMMERCIAL HEATING, VENTILATING AND AIR CONDITIONING SYSTEMS'. THIS
F : INCLUDES THE SUPPLY AIR, RETURN AIR, AND EXHAUST AIR RISERS TO THE 5TH
FLOOR PENTHOUSE AND ROUTED WITHIN THE PENTHOUSE SERVING THE 3K ZONE.
DOCUMENTATION FOR THE CLEANING SHALL INCLUDE A PRE-EXISTING CONDITIONS
C REPORT, CLEANING METHODOLOGY, AND POST PROJECT REPORT PER THE NADCA
QZH‘“EZ GUIDELINE. CLEANING SHALL OCCUR PRIOR TO THE INSTALLATION OF NEW
285 285 DUCTWORK AND DOCUMENTATION SHALL BE SUBMITTED TO THE FIELD ENGINEER
FOR ACCEPTANCE.
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